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In many stand-alone PV installations,
the main ac loads for the system are
located in a building or structure

separate from the PV array, batteries,
and the inverter. This poses the
question: “How is the ac system
grounded to meet the requirements of
the National Electrical Code?”
The general requirements for grounding were covered
in the Code Corner column in HP 64 for a system
where all of the sources and loads were in the same
building. In this article, the requirements for grounding
the ac circuits running to separate structures will be
covered. In general, where the loads are some distance
from the source, it is best to group the low-voltage
circuits (PV, batteries, and inverter) in one location and
then run the 120-volt or 120/240-volt output of the
inverter to the loads at the separate structure. This
configuration will minimize losses in the cables since
the 120-volt ac circuits operate at lower currents than
the low-voltage DC circuits. There are two accepted
methods of grounding the ac circuits leading to
separate structures.

Common to both methods is the requirement for a
grounding electrode (e.g., a ground rod) at each
structure—both the PV power source building and the
structure (residence) where the distant loads are
located. Grounding electrodes in both locations are
required to serve as a grounding system for the
equipment-grounding conductors at each location. As
discussed in HP 64, all exposed conductive (metal)
surfaces in the power system must be connected
together with the appropriately sized conductors and
then connected to a grounding electrode.

Method 1
The first method of grounding the separate structure is
similar to the grounding used in a grid-connected home
for grounding the service entrance conductors.

At the PV/inverter location, there is a bond or
connection between the ac neutral conductor on the
output circuit of the inverter and the grounding system
leading to the grounding electrode. This bond is usually
made in the load center or circuit breaker box that is
used to provide overcurrent protection for the inverter
output.
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Only the ungrounded (hot) and neutral ac conductors
are run to the separate structure. The equipment-
grounding conductor (bare or green wire) is not
connected between the two locations. In a 120-volt
system, there will be only two conductors (one hot and
one neutral) connected between the two locations. In a
120/240-volt system, there will be three conductors (two
hot and one neutral) connected between the two
systems. The two grounding electrodes must not be
connected together by a separate bonding conductor.

At the separate structure, the neutral conductor is again
bonded or connected to the grounding system. As
mentioned above, this is identical to utility practice
where the neutral service entrance conductor is bonded
to ground at the utility transformer and again at the
residential load center. Only ungrounded (hot) and
neutral conductors are brought to the house.

Method 2
In the second method, the neutral conductor is bonded
to the grounding system at the inverter location, but is
not bonded to the grounding system at the separate
structure. A separate, isolated (insulated) bus bar is
required so the neutral conductors can be isolated from
the grounding system. In this method, shown in Figure
2, an equipment-grounding conductor is connected
between the two locations and run along with the hot
and neutral conductors. In a 120-volt system, there will
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be three conductors between the two locations (hot,
neutral, and equipment-grounding). In a 120/240-volt
system there will be four conductors between the two
locations (two hot, one neutral, and one equipment-
grounding).

Table 8 in Chapter 9 of the NEC is used to find the
cross-sectional areas of each of the conductor sizes.
They are: 8 AWG = 16,500 circular mils(cir mil), 4 AWG
= 41,740 cir mil, 1 AWG = 83,690 cir mil.

The ratio of areas between the new number 1 AWG
conductor and the original number 4 AWG conductor is
83,690/41,740=2.005. The NEC requires that the
equipment-grounding conductor be increased in size by
this factor of 2.0. The calculation shows that the new
area is 2.005 x 16,500 = 33,083 cir mil which, from
Table 8-Chapter 9, is a number 4 AWG cable.

The circuit now has two number 1 AWG conductors (hot
and neutral) and a number 4 AWG equipment-
grounding conductor.

Additional Requirements for the Equipment-
Grounding Conductor
The equipment-grounding conductor may be bare (no
insulation) or have green insulation. For sizes larger
than number 6 AWG, only black-insulated conductors
are generally available, so the NEC allows these
conductors to have the exposed insulation marked with
a green tape at each termination and at other places
where the cable is accessible.

For ac circuits, the equipment-grounding conductor
must be run in the same cable, conduit, or raceway as
the current-carrying conductors.

An Aside for DC circuits
The same procedure for oversizing equipment-
grounding conductors for voltage-drop considerations in
ac circuits can be used for DC circuits.

Summary
In stand-alone PV systems, where the ac load circuits
are some distance from the ac source (the inverter) in
separate buildings or structures, there are two options
for correctly grounding the system. Of the two
grounding methods presented in this article, the first
method uses one less conductor and is therefore less
expensive. Other design considerations, such as using
oversized conductors to reduce voltage drop and
losses, require that the equipment-grounding conductor
also be oversized.

Questions or Comments?
If you have questions about the NEC or the
implementation of PV systems following the
requirements of the NEC, feel free to call, fax, email, or
write me at the location below. Sandia National
Laboratories sponsors my activities in this area as a
support function to the PV Industry. This work was
supported by the United States Department of Energy
under Contract DE-AC04-94AL8500. Sandia is a multi-
program laboratory operated by Sandia Corporation, a
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Sizing the Equipment-Grounding Conductor
The equipment-grounding conductor should be sized
according to the requirements of Table 250-95 in the
NEC, which is based on the overcurrent device
protecting the circuit. For example, if the circuit
overcurrent device is 60 amps, the equipment-
grounding conductor should be a number 10 AWG
(American Wire Gauge) copper conductor. If the circuit
is a 100-amp circuit, then the equipment-grounding
conductor should be a number 8 AWG copper
conductor.

Changes Required for Voltage Drop
Since the distances between the inverter location and
the building with the loads may be significant, many
installations use oversized hot and neutral conductors
to reduce the voltage drop between the two locations.
To ensure proper operation of overcurrent devices in
this instance, Section 250-95 of the NEC requires that
the equipment-grounding conductor be oversized
proportionally.

For example: A Trace SW4024 4000-watt inverter has
the 60-amp ac output connected to a circuit which is
protected with an 80-amp circuit breaker. From
ampacity calculations (NEC Table 310-16), a number 4
AWG conductor with 75°C insulation is selected with an
ampacity of 85 amps at 30°C ambient temperature. The
use of an 80-amp circuit breaker, providing overcurrent
protection for this conductor, would dictate a number 8
AWG equipment-grounding conductor. A very long
distance between the inverter and the house results in
excessive voltage drop on even this 120-volt circuit.
Voltage-drop calculations indicate that the conductors
(hot and neutral) should be increased in size to number
1 AWG conductors.
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SOLAR SIDEBAR TM

Perfect for the Remote Home’s Hot Water

The Solar SidebarTM is a 10 watt PV
driven appliance that fits onto the
bottom drain connection of an electric
hot water tank. (Electric tanks are
used only for their storage capacity
and cost less than any other type of
tank). The thermal collectors on the
roof fill only when the sun is out and
the potable water is circulated
between the collectors and the tank.

The Solar SidebarTM works in all
climates and is proven to be 100%
freeze tolerant. Maximize your
amount of hot water with a Solar
SidebarTM PV direct system.

Call or fax for literature.

The name means reliability
619/460-3930
800/552-8838
Fax (619) 460-9211

3733 Kenora Drive, Spring Valley, CA 91977
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ETA
Engineering, Inc.

Alternative energy
Systems & components

• System designs based on fundamental engineering practices
to ensure reliability and reduce life-cycle costs.

• Manufacturer of quality meters, controls, charge regulators
and custom junction boxes for Alternative Energy systems.

• Complete home electric and water pumping systems
available.

• Cathodic Protection Controllers and CP systems design
services.

• Photovoltaic power systems for remote applications

Authorized Distributors of:

Inverters / Chargers

And AstroPower Photovoltaic Modules

8502 E. Cactus Wren Rd., Scottsdale, AZ 85250
Tel: (602) 991-8272 Fax: (602) 948-0912

View our On-line Catalog and System Design Resources:
http://www.ETAEngineering.com

Dealer / Distributor Inquiries Welcomed


